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PROJECT SITE MONITOR BASINS
PS03, PS04, PS05, AND PS06
(REF. SHEET 3 FOR INDEX)
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WORK ORDER
NO. MONITOR BASIN UP MH DN MH PIPE

SIZE
PIPE
TYPE

APPROX.
DEPTH SURFACE REHAB.

CODE  DESCRIPTION COMMENTS

PS 03 7050 7046 8" PVC 4.1' ROADWAY/
EASEMENT

43, 85 POINT REPAIR @ 36.5' FROM DN
MH 7046 (OFFSET JOINT) TV INSPECT MAINLINE AFTER ALL REPAIRS MADE (380')

PS 03 7050 7046 8" PVC 4.1' EASEMENT 43, 85 POINT REPAIR @ 71'-74' FROM
DN MH 7046 (OFFSET JOINT) TV INSPECT MAINLINE AFTER ALL REPAIRS MADE (380')

PS 03 7050 7046 8" PVC 4.1' CONCRETE 43, 85 POINT REPAIR @ 237' FROM UP
MH 7050 TV INSPECT MAINLINE AFTER ALL REPAIRS MADE (380')

PS 03 7060 7055 8" PVC 7.5' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @
91' FROM DN MH 7055 TV INSPECT MAINLINE AFTER ALL REPAIRS MADE (341')

PS 03 7060 7055 8" PVC 7.5' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @
234' FROM DN MH 7055 TV INSPECT MAINLINE AFTER ALL REPAIRS MADE (341')

PS 03 7060 7055 8" PVC 7.5' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @
273' FROM DN MH 7055 TV INSPECT MAINLINE AFTER ALL REPAIRS MADE (341')

PS 03 7070 7065 8" PVC 5.8' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @
150' FROM DN MH 7065 TV INSPECT MAINLINE AFTER REPAIRS MADE (328')

PS 03 7070 7065 8" PVC 5.8' EASEMENT 43, 45, 85
POINT REPAIR & FAULTY
MAINLINE TAP @ 287'-297' FROM
DN MH 7065

TV INSPECT MAINLINE AFTER REPAIRS MADE (328')

PS 03 7070 7065 8" PVC 5.8' CONCRETE 79

REPLACE MAINLINE LINE FROM
297' TO 324' FROM DN MH 7065
WITH 4" SERVICE LINE &
CONNECT TO NEW MH 7070

NEW MH 7070 TO BE INSTALLED AT 297' FROM DN MH 7065.
CONNECT SERVICE LINE AT 324' FROM DN MH 7065 TO NEW
MH 7070 (27')

WORK ORDER
NO.

MONITOR
BASIN UP MH DN MH PIPE

SIZE
PIPE
TYPE

APPROX.
DEPTH SURFACE REHAB.

CODE  DESCRIPTION COMMENTS

PS 04 6000 6005 8" PVC 6' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @
270' FROM DN MH 6005 TV INSPECT MAINLINE AFTER REPAIR (445')

PS 04 6000 6005 8" PVC 5.8' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @
383' FROM DN MH 6005 TV INSPECT MAINLINE AFTER REPAIR (445')

PS 04 6010 6015 8" PVC 6.1' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @
117' FROM UP MH 6010 TV INSPECT MAINLINE AFTER REPAIR (444')

PS 04 6010 6015 8" PVC 6.7' EASEMENT 84 DYE TEST @ 207' FROM UP MH
6010 SUSPECTED I/I

PS 04 6010 6015 8" PVC 7.0' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @
279' FROM UP MH 6010 TV INSPECT MAINLINE AFTER REPAIR

PS 04 6015 6020 8" PVC 6' EASEMENT 85
CLEAN, TV INSPECT MAINLINE
(437') NO TV INSPECTION

PS 04 6060 6080 8" PVC 5' OUTSIDE ROADWAY 85
CLEAN, TV INSPECT MAINLINE
(193') NO TV INSPECTION

PS 04 6065 6060 8" PVC 4.8' EASEMENT 43, 85 POINT REPAIR @ 155' FROM UP
MH 6065 TV INSPECT MAINLINE AFTER REPAIR (219')

PS 04 6070 6065 8" PVC 5.0' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @
158' FROM DN MH 6065 TV INSPECT MAINLINE AFTER REPAIR (296')

PS 04 6075 6080 8" PVC 4' OUTSIDE ROADWAY 45, 85 REPAIR FAULTY MAINLINE TAP @
248' FROM UP MH 6075 TV INSPECT MAINLINE AFTER REPAIR (408')

PS 04 6110 6105 8" PVC 8' OUTSIDE ROADWAY 45, 85 REPAIR FAULTY MAINLINE TAP @
153' FROM UP MH 6110 ROOTS; TV INSPECT MAINLINE AFTER REPAIRS (428')

PS 04 6135 6140 8" PVC 6.9' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @
245' FROM UP MH 6135 ROOTS; TV INSPECT MAINLINE AFTER REAPIRS (310')

PS 04 6163 6162 8" PVC 6.5' EASEMENT 43, 85 POINT REPAIR @ 203' FROM DN
MH 6162 TV INSPECT MAINLINE AFTER REPAIR (423')

PS 04 6164 6163 8" PVC 6.2' EASEMENT 84 DYE TEST @ 137' FROM UP MH
6164

PS 04 6170 6150 8" PVC 7.2' EASEMENT 43, 85 POINT REPAIR @ 91' FROM UP
MH 6170 OFFSET JOINT; TV INSPECT MAINLINE AFTER REPAIR (258')

PS 04 6170 6150 8" PVC 6.9' EASEMENT 44, 85 REPLACE MAINLINE @ 8'-35'
FROM UP MH 6170 SAG; TV INSPECT MAINLINE AFTER REPAIR

PS 04 6170 6150 8" PVC 7.4' EASEMENT 44, 85 REPLACE MAINLINE @ 103'-114'
FROM UP MH 6170 SAG; OFFSET JOINT; TV INSPECT MAINLINE AFTER REPAIR

PS 04 6170 6150 8" PVC 7.6' EASEMENT 44, 85 REPLACE MAINLINE @ 165'-174'
FROM UP MH 6170 SAG; TV INSPECT MAINLINE AFTER REPAIR

PS 04 6171 6170 8" PVC 6.8' EASEMENT 696, 85 REPLACE ENTIRE MAINLINE-PIPE
BURST (290') TV INSPECT MAINLINE AFTER REPLACEMENT (290')

PS 04 6181 6179 8" PVC 8.2' OUTSIDE ROADWAY 45, 85 REPAIR FAULTY MAINLINE TAP @
83' FROM DN MH 6179 TV INSPECT MAINLINE AFTER REPAIR (184')

PS 04 6185 6180 8" PVC 8' EASEMENT 43, 85 POINT REPAIR @ 42' FROM UP
MH 6185 OFFSET JOINT; TV INSPECT MAINLINE AFTER REPAIR (311')

PS 04 6186 6182 8" PVC 7.5' OUTSIDE ROADWAY 45, 85 REPAIR FAULTY MAINLINE TAP @
165' FROM DN MH 6182 TV INSPECT MAINLINE AFTER REPAIR (328')

PS 04 6210 6205 8" PVC 6.5' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @
34' FROM UP MH 6210 TV INSPECT MAINLINE AFTER REPLACEMENT (351')

PS 04 6210 6205 8" PVC 6.5' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @
77' FROM UP MH 6210 TV INSPECT MAINLINE AFTER REPLACEMENT (351')
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WORK
ORDER NO.

BASIN
ID

MANHOLE
NO.

DEPTH
(V.F.)

LOCATED /
INSPECTED

LOCATION
SURFACE

 REHAB
CODES REHAB DESCRIPTION COMMENTS

PS03 7000 9.0 YES / YES CONCRETE 9, 392 Realign and Seal MH Frame, Plug and Waterproof MH

PS03 7020 7.0 YES / YES CONCRETE 9, 392 Realign and Seal MH Frame, Plug and Waterproof MH

PS03 7025 6.0 YES / YES CONCRETE 9, 392 Realign and Seal MH Frame, Plug and Waterproof MH

PS03 7030 7.0 YES / YES 392 Plug and Waterproof MH

PS03 7035 6.0 YES / YES 392 Plug and Waterproof MH

PS03 7040 4.0 YES / YES 392 Plug and Waterproof MH

PS03 7045 4.0 YES / YES YARD 46, 392 Repair MH/Pipe Connection (E), Plug and Waterproof MH Repair MH/Pipe of 6" Service

PS03 7050 4.0 YES / YES 392 Plug and Waterproof MH

PS03 7060 8.0 YES / YES YARD 7 Replace MH Frame and Cover - Raise to Grade

PS03 7070 6.0 N/A CONCRETE 394 Install New Manhole Install MH @ 324' from DNMH 7065 (Verify with CCTV and
Project Engineer)

WORK
ORDER NO.

BASIN
ID

MANHOLE
NO.

DEPTH
(V.F.)

LOCATED /
INSPECTED

LOCATION
SURFACE

 REHAB
CODES REHAB DESCRIPTION COMMENTS

PS04 6000 5.5 YES / YES YARD 6 Replace MH Frame and Cover

PS04 6020 8.0 YES / NO YARD 37 Uncover MH and Raise To Grade MH Located 148' from DNMH 6025, Inspect MH for Rehab

PS04 6050 6.5 YES / NO YARD 37 Uncover MH and Raise To Grade MH Located 350' from UPMH 6045 & 299' from DNMH6145,
Inspect MH For Rehab

PS04 6085 6.9 YES / YES YARD 6, 392 Replace MH Frame and Cover, Plug and Waterproof MH

PS04 6090 11.0 YES / YES YARD 9, 392 Realign and Seal MH Frame, Plug and Waterproof MH

PS04 6095 9.1 YES / YES YARD 392 Plug and Waterproof MH

PS04 6100 10.3 YES / YES YARD 6, 392 Replace MH Frame and Cover, Plug and Waterproof MH

PS04 6140 8.0 YES / NO YARD 37 Uncover MH and Raise To Grade MH Located 299' From UPMH 6135 & 299' from DNMH6145,
Inspect MH For Rehab

PS04 6145 9.5 YES / YES YARD 6, 47, 392 Replace MH Frame & Cover, Repair MH Pipe Connection (I), Plug
and Waterproof MH Internal MH Pipe Connection Repair On 8" PVC to UPMH 4145

PS04 6150 7.9 YES YARD 9, 30, 392 Realign and Seal MH Frame, Rebuild MH Bench and Channel,
Plug and Waterproof MH

PS04 6161 12.4 YES / YES YARD 392 Plug and Waterproof MH

PS04 6162 9.4 YES / YES YARD 8, 392 Raise MH To Grade, Plug and Waterproof MH

PS04 6170 6.9 YES YARD 9, 392 Realign and Seal MH Frame, Plug and Waterproof MH

PS04 6171 6.7 YES / YES YARD 47, 392 Repair MH Pipe Connection (Internal), Plug and Waterproof MH Internal MH Pipe Connection Repair On 8" PVC to DNMH 6170

PS04 6172 4.7 YES / YES YARD 392 Plug and Waterproof MH

PS04 6173 6.4 YES / YES YARD 7, 392 Replace MH Frame and Cover - Raise to Grade, Plug and
Waterproof MH

PS04 6174 5.9 YES / YES YARD 7, 392 Replace MH Frame and Cover - Raise to Grade, Plug and
Waterproof MH

PS04 6175 8.5 YES / YES YARD 392 Plug and Waterproof MH

PS04 6179 8.1 YES / YES YARD 9 Realign and Seal MH Frame

PS04 6180 8.4 YES / YES YARD 6, 392 Replace MH Frame and Cover, Plug and Waterproof MH

PS04 6183 7.0 YES / YES YARD 8 Raise MH To Grade

PS04 6184 5.8 YES / YES YARD 8 Raise MH To Grade

PS04 6185 8.0 YES / YES YARD 392 Plug and Waterproof MH

PS04 6188 4.2 YES / YES YARD 8, 392 Raise MH To Grade, Plug and Waterproof MH

PS04 6190 7.1 YES / YES YARD 28, 392 Remove MH Steps, Plug and Waterproof MH

PS04 6205 6.0 YES / YES YARD 392 Plug and Waterproof MH
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WORK ORDER
NO.

MONITOR
BASIN UP MH DN MH PIPE

SIZE
PIPE
TYPE

APPROX.
DEPTH SURFACE REHAB.

CODE  DESCRIPTION COMMENTS

PS 06 4055 4060 8" VCP 7' EASEMENT 43, 85 POINT REPAIR @ 59' FROM UP MH
4055

ROOTS; DEFECTIVE JOINT; TV INSP
MAINLINE AFTER REPAIR MADE (261')

PS 06 4060 4095 8" VCP 7.5' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @ 63'
FROM UP MH 4060

TV INSPECT MAINLINE AFTER ALL
REPAIRS ARE MADE (238')

PS 06 4060 4095 8" VCP 7.5' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @ 143'
FROM UP MH 4060

TV INSPECT MAINLINE AFTER ALL
REPAIRS ARE MADE (238')

PS 06 4060 4095 8" VCP 7.5' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @ 168'
FROM UP MH 4060

TV INSPECT MAINLINE AFTER ALL
REPAIRS ARE MADE (238')

PS 06 4090 4100 8" VCP 7.7' EASEMENT 43, 85 POINT REPAIR @ 140' FROM UP MH
4090

OFFSET JOINT - PIPE CHANGE TO PVC;
TV INSP MAINLINE AFTER REPAIRS
MADE (149')

PS 06 4095 4090 8" VCP 7.9' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @ 170'
FROM DN MH 4090

TV INSPECT MAINLINE AFTER ALL
REPAIRS MADE (286')

PS 06 4095 4090 8" VCP 7.9' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @ 30'
FROM DN MH 4090

TV INSPECT MAINLINE AFTER ALL
REPAIRS MADE (286')

PS 06 4110 4115 8" VCP 7.2' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @ 188'
FROM UP MH 4110

TV INSPECT LINE AFTER REPAIR MADE
(195')

PS 06 4116 4115 8" VCP 6.3' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @ 271'
FROM UP MH 4115

TV INSPECT LINE AFTER REPAIR MADE
(402')

PS 06 4116 4115 8" VCP 6.3' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @ 397'
FROM UP MH 4115

TV INSPECT LINE AFTER REPAIR MADE
(402')

PS 06 4120 4155 8" VCP 6.5' CONCRETE 45, 85 REPAIR FAULTY MAINLINE TAP @ 68'
FROM DN MH 4155

TV INSP MAINLINE AFTER ALL REPAIRS
ARE MADE (500')

PS 06 4120 4155 8" VCP 6.5' CONCRETE 45, 85 REPAIR FAULTY MAINLINE TAP @ 361'
FROM DN MH 4155

TV INSP MAINLINE AFTER ALL REPAIRS
ARE MADE (500')

PS 06 4120 4155 8" VCP 6.5' LIMESTONE 45, 85 REPAIR FAULTY MAINLINE TAP @ 489'
FROM UP MH 4155

TV INSP MAINLINE AFTER ALL REPAIRS
ARE MADE (500')

PS 06 4120 4155 8" VCP 6.5' LIMESTONE 85 TV INSPECT MAINLINE FROM MH 4120 REVERSE FROM ORIGINAL CCTV
INSPECTION (12')

PS 06 4130 4140 8" VCP 7.2' CONCRETE 45, 85
REPLACE MAINLINE WITH REPAIR
FAULTY MAINLINE TAP @ 176'-191'
FROM UP MH 4130

TV INSP MAINLINE AFTER ALL REPAIRS
ARE MADE (391')

PS 06 4130 4140 8" VCP 7.2' CONCRETE 45, 85 REPAIR FAULTY MAINLINE TAP @ 279'
FROM UP MH 4130

TV INSP MAINLINE AFTER ALL REPAIRS
ARE MADE (391')

PS 06 4130 4140 8" VCP 7.2' ROADWAY 43, 46, 85 REPLACE MAINLINE @ 384'-392' FROM
UP MH 4130 & CONNECT TO MH 4140

TV INSP MAINLINE AFTER ALL REPAIRS
ARE MADE (391')

PS 06 4136 4135 8" VCP 7.4' ROADWAY 45, 85 REPAIR FAULTY MAINLINE TAP @ 37'
FROM UP MH 4136

TV INSP MAINLINE AFTER ALL REPAIRS
ARE MADE (284')

PS 06 4136 4135 8" VCP 7.4' ROADWAY 45, 85 REPAIR FAULTY MAINLINE TAP @ 85'
FROM UP MH 4136

TV INSP MAINLINE AFTER ALL REPAIRS
ARE MADE (284')

PS 06 4136 4135 8" VCP 7.4' ROADWAY 45, 85 REPAIR FAULTY MAINLINE TAP @ 128'
FROM UP MH 4136

TV INSP MAINLINE AFTER ALL REPAIRS
ARE MADE (284')

PS 06 4136 4135 8" VCP 7.4' ROADWAY 45, 85 REPAIR FAULTY MAINLINE TAP @ 202'
FROM UP MH 4136

TV INSP MAINLINE AFTER ALL REPAIRS
ARE MADE (284')

PS 06 4136 4135 8" VCP 7.4' ROADWAY 45, 85 REPAIR FAULTY MAINLINE TAP @ 219'
FROM UP MH 4136

TV INSP MAINLINE AFTER ALL REPAIRS
ARE MADE (284')

PS 06 4136 4135 8" VCP 9.1' ROADWAY 45, 85 POINT REPAIR @ 20' FROM DN MH
4135

TV INSP MAINLINE AFTER ALL REPAIRS
ARE MADE (284')

PS 06 4137 4136 8" VCP 7.4' ROADWAY 45, 85 REPAIR FAULTY MAINLINE TAP @ 48'
FROM DN MH 4136

TV INSP MAINLINE AFTER ALL REPAIRS
ARE MADE (284')

PS 06 4137 4136 8" VCP 7.4' ROADWAY 45, 85 REPAIR FAULTY MAINLINE TAP @ 84'
FROM DN MH 4136

TV INSP MAINLINE AFTER ALL REPAIRS
ARE MADE (284')

PS 06 4137 4136 8" VCP 7.4' ROADWAY 45, 85 REPAIR FAULTY MAINLINE TAP @ 134'
FROM DN MH 4136

TV INSP MAINLINE AFTER ALL REPAIRS
ARE MADE (284')

PS 06 4138 4136 8" VCP 5.9' ROADWAY 45, 85 REPAIR FAULTY MAINLINE TAP @ 155'
FROM DN MH 4136

TV INSP MAINLINE AFTER ALL REPAIRS
ARE MADE (162')

PS 06 4138 4136 8" VCP 5.9' ROADWAY 45, 85 REPAIR FAULTY MAINLINE TAP @ 258'
FROM DN MH 4136

TV INSP MAINLINE AFTER ALL REPAIRS
ARE MADE (162')

PS 06 4138 4136 8" VCP 5.9' ROADWAY 45, 85 REPAIR FAULTY MAINLINE TAP @ 343'
FROM DN MH 4136

TV INSP MAINLINE AFTER ALL REPAIRS
ARE MADE (162')

PS 06 4138 4136 8" VCP 5.9' ROADWAY 45, 85 REPAIR FAULTY MAINLINE TAP @ 377'
FROM DN MH 4136

TV INSP MAINLINE AFTER ALL REPAIRS
ARE MADE (162')

PS 06 4138 4136 8" VCP 5.9' ROADWAY 45, 85 REPAIR FAULTY MAINLINE TAP @ 403'
FROM DN MH 4136

TV INSP MAINLINE AFTER ALL REPAIRS
ARE MADE (162')

PS 06 4140 PS 06 8" VCP 9.7' ROADWAY 43, 85 POINT REPAIR @ 58' FROM UP MH
4140

OFFSET JOINT; TV INSP MAINLINE AFTER
REPAIR MADE (72')

PS 06 4141 4135 8" VCP 6.4' ROADWAY 45, 85 REPAIR FAULTY MAINLINE TAP @ 130'
FROM UP MH 4141

TV INSPECT MAINLINE AFTER REPAIR
MADE (419')

PS 06 4141 4135 8" VCP 6.4' ROADWAY 45, 85 REPAIR FAULTY MAINLINE TAP @ 154'
FROM UP MH 4141

TV INSPECT MAINLINE AFTER REPAIR
MADE (419')

PS 06 4141 4135 8" VCP 6.4' ROADWAY 45, 85 REPAIR FAULTY MAINLINE TAP @ 274'
FROM UP MH 4141

TV INSPECT MAINLINE AFTER REPAIR
MADE (419')

PS 06 4141 4135 8" VCP 6.4' ROADWAY 43, 85 POINT REPAIR @ 398' FROM UP MH
4141 UTILITY BORED THROUGH MAINLINE

PS 06 4142 4130 8" VCP 6' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @ 212'
FROM UP MH 4142

TV INSPECT MAINLINE AFTER REPAIR
MADE (497')

PS 06 4142 4130 8" VCP 6' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @ 286'
FROM UP MH 4142

TV INSPECT MAINLINE AFTER REPAIR
MADE (497')

PS 06 4142 4130 8" VCP 6' EASEMENT 44, 85 REPLACE MAINLINE @ 402'-427' FROM
UP MH 4142

TV INSPECT MAINLINE AFTER REPAIR
MADE (497')

PS 06 4150 4155 8" VCP 6.5' EASEMENT 441
CLEAN, TV INSP MAINLINE FROM MH
4155; REPAIR TO BE DETERMINED IN
FIELD

4" SERVICE LINE IN MAINLINE @ 100'
FROM UP MH 4150 (REVERSE FROM
ORIGINAL INSP.)

PS 06 4154 4137 8" PVC 5.3' EASEMENT 43, 45, 85 POINT REPAIR & FAULTY MAINLINE TAP
@ 11'-15' FROM UP MH 4154

TV INSPECT MAINLINE AFTER REPAIR
MADE (43')
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WORK ORDER
NO.

MONITOR
BASIN UP MH DN MH PIPE

SIZE
PIPE
TYPE

APPROX.
DEPTH SURFACE REHAB.

CODE  DESCRIPTION COMMENTS

PS 05 8004 8003 10" CIPP 12.9' OUTSIDE
ROADWAY 45, 85 REPAIR FAULTY MAINLINE TAP @ 217'

FROM UP MH 8004 TV INSP. MAINLINE AFTER REPAIR (389')

PS 05 8008 8007 8" CIPP 10.6' OUTSIDE
ROADWAY 84 DYE TEST @ 131' FROM UP MH 8008 SUSPECTED I/I

PS 05 8012 8001 8" CIPP 13' EASEMENT 43, 85 POINT REPAIR & 86'-95' FROM DN MH
8001 TV INSP. MAINLINE AFTER REPAIRS

PS 05 8012 8001 8" CIPP 13' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @ 155'
FROM DN MH 8001 ROOTS @ TAP

PS 05 8012 8001 8" CIPP 13' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @ 225'
FROM DN MH 8001 SERVICE LINE BROKEN

PS 05 8012 8001 8" CIPP 13' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @ 235'
FROM DN MH 8001 HEAVY ROOTS IN TAP

PS 05 8012 8001 8" CIPP 13' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @ 14'
FROM DN MH 8012 BROKEN SERVICE LINE ; ROOTS

PS 05 8012 8001 8" CIPP 13' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @ 88'
FROM DN MH 8012

BROKEN SERVICE LINE CONNECTION; TV
INSPECT MAINLINE AFTER REPAIR (513')

PS 05 8014 8013 8" CIPP 5.4' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @ 126'
FROM DN MH 8013

ROOTS; MUD @ TAP; TV INSPECT
MAINLINE AFTER REPAIRS (350')

PS 05 8014 8013 8" CIPP 5.4' EASEMENT 73 SERVICE LINE POINT REPAIR @ 219'
FROM DN MH 8013

PIPE CONNECTION @ TAP - OFFSET
JOINT

PS 05 8015 8014 8" CIPP 5.4' EASEMENT 45, 86 REPAIR FAULTY MAINLINE TAP @ 31'
FROM UP MH 8015

ROOTS & MUD @ TAP; HEAVY GREASE
IN LINE; TV INSPECT MAINLINE AFTER
REPAIR (349')

PS 05 8015 8014 8" CIPP 5.4' EASEMENT 73 SERVICE LINE POINT REPAIR @ 44'
FROM UP MH 8015 OFFSET JOINT

PS 05 8015 8014 8" CIPP 5.4' EASEMENT 73 SERVICE LINE POINT REPAIR @ 106'
FROM UP MH 8015 OFFSET JOINT @ TAP

PS 05 8016 8015 8" CIPP 5.4' EASEMENT 45 REPAIR FAULTY MAINLINE TAP @ 33'
FROM DN MH 8015 ROOTS @ TAP

PS 05 8016 8015 8" CIPP 5.4' EASEMENT 73 SERVICE LINE POINT REPAIR @ 224'
FROM DN MH 8015 OFFSET JOINT @ TAP

PS 05 8016 8015 8" VCP 5.4' EASEMENT 73 SERVICE LINE POINT REPAIR @ 346'
FROM DN MH 8015 OFFSET JOINT @ TAP

PS 05 8017 8002 8" CIPP 5.7' EASEMENT 45 REPAIR FAULTY MAINLINE TAP @ 175'
FROM DN MH 8002

ROOTS; MAINLINE PREVIOUSLY LINED
(CIPP); TV INSPECT MAINLINE AFTER
REPAIR (380')

PS 05 8020 8019 8" CIPP 5' EASEMENT 85 CLEAN, TV INSPECT MAINLINE (75') REVERSE TO CCTV PERFORMED IN 2020

PS 05 8021 8007 8" CONC 5.6' ROADWAY 43, 85 POINT REPAIR @ 22' FROM DN MH
8007

ROOTS; TV INSPECT MAINLINE AFTER
REPAIR (380')

PS 05 8022 8021 8" CONC 5' EASEMENT 36, 85 MAINLINE INSPECTION
MAINLINE NOT INSPECTED IN 2022.
COULD NOT LOCATE (450')

PS 05 8023 8022 8" CONC 4' EASEMENT 36, 85 MAINLINE INSPECTION
MAINLINE NOT INSPECTED IN 2022.
COULD NOT LOCATE (450')

PS 05 8024 8023 8" CONC 4' EASEMENT 36, 85 MAINLINE INSPECTION
MAINLINE NOT INSPECTED IN 2022.
COULD NOT LOCATE (50')

PS 05 8026 8023 8" CONC 4' EASEMENT 36, 85 MAINLINE INSPECTION
MAINLINE NOT INSPECTED IN 2022.
COULD NOT LOCATE (448')

PS 05 8027 8026 8" CONC 4' EASEMENT 36, 85 MAINLINE INSPECTION
MAINLINE NOT INSPECTED IN 2022.
COULD NOT LOCATE (50')

PS 05 8028 8026 8" CONC 4' EASEMENT 36, 85 MAINLINE INSPECTION
MAINLINE NOT INSPECTED IN 2022.
COULD NOT LOCATE (50')

PS 05 8031 8029 8" VCP 9.1' OUTSIDE
ROADWAY 45 FAULTY TAP @ 105' FROM UP MH 8031

DYE TEST @ 89' FROM UP MH 8031;
SUSPECT I/I; TV INSPECT MAINLINE
AFTER REPAIRS (165')

PS 05 8032 8009 8" CONC 9.4' ROADWAY 693 INSTALL CURED-IN-PLACE LINER (CIPP) 62' LENGTH; NO SERVICES

PS 05 8033 8032 8" CONC 9.4'
EDGE OF

ROADWAY/PL 45 REPAIR FAULTY MAINLINE TAP @ 13'
FROM UP MH 8033

PS 05 8033 8032 8" CONC 9.4'
EDGE OF

ROADWAY/PL 45 REPAIR FAULTY MAINLINE TAP @ 228'
FROM UP MH 8033

PS 05 8033 8032 8" CONC 9.4'
EDGE OF

ROADWAY/PL 693 INSTALL CURED-IN-PLACE PIPE 385' LENGTH; 2 SERVICES

PS 05 8034 8033 8" CONC 8.5'
EDGE OF

ROADWAY/PL 45 REPAIR FAULTY MAINLINE TAP @ 118'
FROM UP MH 8034 HEAVY GREASE

PS 05 8034 8033 8" CONC 8.5'
EDGE OF

ROADWAY/PL 45 REPAIR FAULTY MAINLINE TAP @ 216'
FROM UP MH 8034 HEAVY GREASE

PS 05 8034 8033 8" CONC 8.5'
EDGE OF

ROADWAY/PL 693 INSTALL CURED-IN-PLACE PIPE 415' LENGTH; 2 SERVICES

PS 05 8037 8036 8" CONC 5.7' EASEMENT 43 POINT REPAIR & FAULTY TAP @ 13'
FROM DN MH 8036

OFFSET JOINT; MAINLINE RUNS UNDER
BLDG. ON SCH. BOARD PROP.

PS 05 8037 8036 8" CAST IRON 5' EASEMENT 44 REPLACE MAINLINE FROM 75'-80'
FROM UP MH 8037 OFFSET JOINT

PS 05 8037 8036 8" CONC 5'
EDGE OF

ROADWAY/PL 43, 85 POINT REPAIR @ 231' FROM UP MH
8037

OFFSET JOINT; TV INSPECT MAINLINE
AFTER REPAIR (325')

PS 05 8039 8038 8" VCP 8.6'
EDGE OF

ROADWAY/PL 45, 85 REPAIR FAULTY MAINLINE TAP @ 20'
FROM DN MH 8038

TV INSPECT MAINLINE AFTER REPAIRS
MADE

PS 05 8039 8038 8" VCP 8.6'
EDGE OF

ROADWAY/PL 45, 85 REPAIR FAULTY MAINLINE TAP @ 90'
FROM DN MH 8038

TV INSPECT MAINLINE AFTER REPAIRS
MADE

PS 05 8039 8038 8" VCP 8.6'
EDGE OF

ROADWAY/PL 43 POINT REPAIR @ 153' FROM DN MH
8038

TV INSPECT MAINLINE AFTER REPAIRS
MADE

PS 05 8039 8038 8" VCP 8.6' EDGE OF
ROADWAY/PL 43, 85 REPAIR FAULTY MAINLINE TAP @ 251'

FROM DN MH 8038

SERVICE PROTRUDES THRU MAINLINE;
TV INSP. MAINLINE AFTER ALL REPAIRS
MADE (435')

PS 05 8040 8039 8" VCP 5' CONC 36, 85 MAINLINE INSPECTION
MAINLINE NOT INSPECTED IN 2022.
COULD NOT LOCATE (350')

PS 05 8041 8040 8" VCP 4' CONC 36, 85 MAINLINE INSPECTION
MAINLINE NOT INSPECTED IN 2022.
COULD NOT LOCATE (200')

PS 05 8044 8010 8" VCP 6' EASEMENT 43, 85 REPAIR FAULTY MAINLINE TAP @ 230'
FROM DN MH 8044

TV INSPECT MAINLINE AFTER REPAIR
(350')

PS 05 8045 8044 8" CIPP 4' EASEMENT 43, 85 REPAIR FAULTY MAINLINE TAP @ 268'
FROM DN MH 8045

TV INSPECT MAINLINE AFTER REPAIR
(296')

PS 05 8046 8010 8" VCP 5' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @ 52'
FROM DN MH 8046

TV INSPECT MAINLINE AFTER REPAIR
(290')

PS 05 8049 8011 8" VCP 6' ROADWAY 46, 693 8" MH/P CONNECTION; PLUG 4" MH/P
CONNECTION

HEAVY ROOTS; CIPP AFTER REPAIRS
MADE (75')

PS 05 8054 8053 8" VCP 8.1' OUTSIDE
ROADWAY 45 REPAIR FAULTY MAINLINE TAP @ 26'

FROM UP MH 8054
ROOTS; TV INSPECT MAINLINE AFTER
REPAIR (323')

PS 05 8056 8055 8" VCP 6' OUTSIDE
ROADWAY 44, 46 REPLACE MAINLINE @ 0'-10' FROM UP

MH 8056 ROOTS; BROKEN PIPE

PS 05 8056 8055 8" VCP 6.4' OUTSIDE
ROADWAY 45, 85 REPAIR FAULTY MAINLINE TAP @ 21'

FROM DN MH 8055 HEAVY ROOTS; PREVIOUS POINT REPAIR

PS 05 8056 8055 8" VCP 6.4' OUTSIDE
ROADWAY 45, 85 REPAIR FAULTY MAINLINE TAP @ 100'

FROM DN MH 8055
BROKEN PIPE; TV INSPECT MAINLINE
AFTER REPAIR (375')

PS 05 8057 8056 8" CIPP 3' OUTSIDE
ROADWAY 45, 85 REPAIR FAULTY MAINLINE TAP @ 11'

FROM UP MH 8057
HEAVY GREASE; CLEAN, TV INSPECT
MAINLINE AFTER REPAIR (375')

PS 05 8058 8053 8" VCP 11' EASEMENT 693 INSTALL CURED-IN-PLACE LINER (500') CRACKS IN PIPE; FAULTY TAPS; ROOTS (9
SERVICES)

PS 05 8058 8053 8" VCP 11' EASEMENT 43 POINT REPAIR @ 436' FROM DN MH
8053 ROOT BALL

PS 05 8058 8053 8" 11' EASEMENT 45 REPAIR FAULTY MAINLINE TAP @ 99'
FROM DN MH 8053 ROOTS; BROKEN PIPE

PS 05 8058 8053 8" VCP 11' EASEMENT
SMOKE TEST LINE SEGMENT AFTER
MAINLINE IS LINED AND FAULTY TAPS
REPAIRED

TO LOCATE SERVICE LINE DEFECTS

MAINLINE NOT INSPECTED IN 2022.

PS 05 8059 8058 8" VCP 5' EASEMENT 36, 85 MAINLINE INSPECTION
MAINLINE NOT INSPECTED IN 2022.
COULD NOT LOCATE (488')

PS 05 8060 8059 8" VCP 4' EASEMENT 36, 85 MAINLINE INSPECTION
MAINLINE NOT INSPECTED IN 2022.
COULD NOT LOCATE (183')

PS 05 8062 8061 8" CONC 6' EASEMENT 86
HEAVY GREASE; CAMERA COULD NOT
PASS (448')

MULTIPLE POINT REPAIRS PREVIOUSLY
MADE; HEAVY GREASE

PS 05 8061 8054 8" CONC 6' EASEMENT 693 INSTALL CURED-IN-PLACE LINER (CIPP -
448') INFILTRATION @ JOINTS (8 SERVICES)

PS 05 8062 8061 8" CIPP 6' EASEMENT 43, 85 POINT REPAIR @ 31' FROM DN MH
8061

ROOT BALL; SUSPECTED FAULTY
MAINLINE TAP

PS 05 8062 8061 8" VCP 5' EASEMENT 36, 85 MAINLINE INSPECTION
MAINLINE NOT INSPECTED IN 2022.
COULD NOT LOCATE (533')

PS 05 8065 8097 8" VCP 8.6' OUTSIDE
ROADWAY 84 DYE TEST @ 288' FROM UP MH 8065 CRACKS IN VCP PIPE - CHECK FOR

INFLOW

PS 05 8066 8065 8" CONC 7.8' EASEMENT 43, 85 REPLACE MAINLINE & TAP @ 28'-38'
FROM DN MH 8065

PREVIOUS REPAIR FAILED; OFFSET
JOINTS; TV INSPECT  MAINLINE AFTER
REPAIR (236')

PS 05 8067 8066A 8" VCP 4' EASEMENT 36, 85 MAINLINE INSPECTION
MAINLINE NOT INSPECTED IN 2022.
COULD NOT LOCATE (97')

PS 05 8069 8068 8" CIPP 10.1' OUTSIDE
ROADWAY 45 REPAIR FAULTY MAINLINE TAP @ 41'

FROM UP MH 8069
HEAVY ROOTS; TV INSPECT AFTER
REPAIR (348')

PS 05 8070 8069 8" VCP 5.3' OUTSIDE
ROADWAY 43, 85 POINT REPAIR @ 9' FROM DN MH 8069 OFFSET JOINT; TV INSPECT MAINLINE

AFTER REPAIR (428')

PS 05 8074 8072 8" CIPP 8.3' OUTSIDE
ROADWAY 44

REPLACE MAINLINE & 2 FAULTY
MAINLINE TAPS @ 390'-400' FROM DN
MH 8072

TV INSPECT AFTER (524')

PS 05 8076 8031 8" VCP 8.4' OUTSIDE
ROADWAY 693

INSTALL CURED-IN-PLACE LINER
(CIPP-58') INFILTRATION @ JOINTS (NO SERVICES)

PS 05 8077 8076 8" VCP 8.2' OUTSIDE
ROADWAY 693

INSTALL CURED-IN-PLACE LINER
(CIPP-49') INFILTRATION @ JOINTS (NO SERVICES)

PS 05 8078 8077 8" CIPP 5.4' OUTSIDE
ROADWAY 84, 73 DYE TEST @ 58' FROM UP MH 8078 SUSPECTED I/I @ TAP/SERVICE LINE

PS 05 8078 8077 8" CIPP 5.4' OUTSIDE
ROADWAY 84, 73 DYE TEST @ 138' FROM UP MH 8078 SUSPECTED I/I @ TAP/SERVICE LINE

PS 05 8079 8078 8" CIPP 3' OUTSIDE
ROADWAY 84, 73 DYE TEST @ 40' FROM DN MH 8078 SUSPECTED I/I @ TAP/SERVICE LINE

PS 05 8079 8078 8" CIPP 3' OUTSIDE
ROADWAY 84, 73 DYE TEST @ 118' DN MH 8078 SUSPECTED I/I @ TAP/SERVICE LINE

PS 05 8081 8080 8" CIPP 3.5' EASEMENT 73 SERVICE LINE POINT REPAIR @ 34'
FROM UP MH 8081 PIPE CONNECTION @ TAP - OFFSET

PS 05 8081 8080 8" CIPP 3.5' EASEMENT 73 SERVICE LINE POINT REPAIR @ 43'
FROM UP MH 8081 PIPE CONNECTION @ TAP - OFFSET

PS 05 8081 8080 8" CIPP 3.5' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @ 181'
FROM UP MH 8081 HEAVY ROOTS IN SERVICE LINE

PS 05 8081 8080 8" CIPP 3.5' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @ 190'
FROM UP MH 8081

HEAVY ROOTS IN SERVICE LINE; TV INSP.
MAINLINE AFTER REPAIRS (446')

PS 05 8083 8082 8" CIPP 4.5' EASEMENT 43, 85 POINT REPAIR & FAULTY TAP @ 59'
FROM DN MH 8082

PS 05 8083 8082 8" CIPP 4.5' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @ 37'
FROM UP MH 8083

CIPP LINER CRACKED & SERVICE LINE
CONNECTION DEFECTIVE

PS 05 8083 8082 8" CIPP 4.5' EASEMENT 73 SERVICE LINE POINT REPAIR @ 73'
FROM UP MH 8083

PIPE CONNECTION @ TAP - OFFSET; TV
INSPECT MAINLINE AFTER REPAIR (219')

PS 05 8084 8083 8" CIPP 4.5' EASEMENT 73 SERVICE LINE POINT REPAIR @ 42'
FROM UP MH 8084

PIPE CONNECTION @ TAP - OFFSET; TV
INSPECT MAINLINE AFTER REPAIR (143')

PS 05 8084 8083 8" CIPP 4.5' EASEMENT 73 SERVICE LINE POINT REPAIR @ 120'
FROM UP MH 8084 PIPE CONNECTION @ TAP - OFFSET

PS 05 8085 8084 8" CONC 4' EASEMENT 693 INSTALL CURED-IN-PLACE LINER (140') PIPE IN POOR CONDITION (3 SERVICES)

PS 05 8085 8084 8" CONC 4' EASEMENT 45 REPAIR FAULTY MAINLINE TAP @ 25'
FROM DN MH 8084 PIPE TO BE LINED

PS 05 8085 8084 8" CONC 4' EASEMENT 45 REPAIR FAULTY MAINLINE TAP @ 45'
FROM DN MH 8084 PIPE TO BE LINED

PS 05 8085 8084 8" CONC 4' EASEMENT 45 REPAIR FAULTY MAINLINE TAP @ 59'
FROM DN MH 8084 PIPE TO BE LINED

PS 05 8086 8085 8" CONC 4' EASEMENT 45, 85 REPAIR FAULTY MAINLINE TAP @ 8'
FROM DN MH 8085 TV INSP. MAINLINE AFTER REPAIR

PS 05 8086 8085 8" CONC 4' OUTSIDE
ROADWAY 36, 85 MAINLINE INSPECTION

MAINLINE NOT INSPECTED IN 2022.
COULD NOT LOCATE (67')

PS 05 8087 8086 8" CONC 4' EASEMENT 36, 85 MAINLINE INSPECTION
MAINLINE NOT INSPECTED IN 2022.
COULD NOT LOCATE (32')

PS 05 8090 8082 8" VCP 6' OUTSIDE
ROADWAY 693 INSTALL CURED-IN-PLACE LINER (140') ROOTS IN JOINTS; NO SERVICES

PS 05 8093 8092 8" CIPP 2.5' OUTSIDE
ROADWAY 73 SERVICE LINE POINT REPAIR @ 6' FROM

DN MH 8092
PIPE CONNECTION @ TAP - OFFSET; TV
INSPECT MAINLINE AFTER REPAIR (172')

PS 05 8093 8092 8" CIPP 2.5' OUTSIDE
ROADWAY 73 SERVICE LINE POINT REPAIR @ 140'

FROM DN MH 8092 PIPE CONNECTION @ TAP - OFFSET

PS 05 8094 8055 8" VCP 8.2' OUTSIDE
ROADWAY 693 INSTALL CURED-IN-PLACE LINER (318') PIPE BROKEN & CRACKED IN SPOTS ( 1

SERVICE)

PS 05 8099 8098 8" PVC 5' OUTSIDE
ROADWAY 73 SERVICE LINE POINT REPAIR @ 229'

FROM UP MH 8099
PIPE CONNECTION @ TAP -
PROTRUDING

PS 05 8011A 8011 8" CIPP 4.6' EASEMENT 43 POINT REPAIR @ 352' FROM UP MH
8011A

SUSPECT UNDER BUILDING @ HOUSING
AUTHORITY

PS 05 8011A 8011 8" CIPP 5.5' EASEMENT 43, 85 REPAIR FAULTY MAINLINE TAP @ 30'
FROM DN MH 8011

TV INSPECT MAINLINE AFTER REPAIR
(430')

PS 05 8059A 8059 8" VCP 3.5' EASEMENT 36, 85 MAINLINE INSPECTION
MAINLINE NOT INSPECTED IN 2022.
COULD NOT LOCATE (224')

PS 05 8060A 8060 8" VCP 4' EASEMENT 36, 85 MAINLINE INSPECTION
MAINLINE NOT INSPECTED IN 2022.
COULD NOT LOCATE (64')

PS 05 8060B 8060 8" VCP 3.5' EASEMENT 36, 85 MAINLINE INSPECTION
MAINLINE NOT INSPECTED IN 2022.
COULD NOT LOCATE (65')

PS 05 8062A 8062 8" VCP 4' EASEMENT 36, 85 MAINLINE INSPECTION
MAINLINE NOT INSPECTED IN 2022.
COULD NOT LOCATE (285')

PS 05 8066A 8066 8" VCP 4' EASEMENT 36, 85 MAINLINE INSPECTION
MAINLINE NOT INSPECTED IN 2022.
COULD NOT LOCATE (223')

PS 05 8067A 8067 8" VCP 4' EASEMENT 36, 85 MAINLINE INSPECTION
MAINLINE NOT INSPECTED IN 2022.
COULD NOT LOCATE (75')

PS 05 8088A 8087 8" CONC 4' EASEMENT 36, 85 MAINLINE INSPECTION
MAINLINE NOT INSPECTED IN 2022.
COULD NOT LOCATE (41')

PS 05 8089B 8088A 8" CONC 4' EASEMENT 36, 85 MAINLINE INSPECTION
MAINLINE NOT INSPECTED IN 2022.
COULD NOT LOCATE (369')

PS 05 8058 8053 8" CONC 8.1' EASEMENT 45 REPAIR FAULTY MAINLINE TAP @ 105'
FROM DN MH 8053 ROOTS; BROKEN PIPE

PS 05 8058 8053 8" CONC 8.1' EASEMENT 45 REPAIR FAULTY MAINLINE TAP @ 157'
FROM DN MH 8053 ROOTS; BROKEN PIPE

PS 05 8058 8053 8" CONC 8.1' EASEMENT 45 REPAIR FAULTY MAINLINE TAP @ 241'
FROM DN MH 8053

TV INSPECT MAINLINE AFTER REPAIR
(500')

PS 05 8058 8053 8" CONC 8.1' EASEMENT 45 REPAIR FAULTY MAINLINE TAP @ 263'
FROM DN MH 8053

TV INSPECT MAINLINE AFTER REPAIR
(500')

PS 05 8058 8053 8" CONC 8.1' EASEMENT 45 REPAIR FAULTY MAINLINE TAP @ 285'
FROM DN MH 8053

TV INSPECT MAINLINE AFTER REPAIR
(500')

PS 05 8058 8053 8" CONC 8.1' EASEMENT 45 REPAIR FAULTY MAINLINE TAP @ 296'
FROM DN MH 8053

TV INSPECT MAINLINE AFTER REPAIR
(500')

PS 05 8058 8053 8" CONC 8.1' EASEMENT 45 REPAIR FAULTY MAINLINE TAP @ 304'
FROM DN MH 8053

TV INSPECT MAINLINE AFTER REPAIR
(500')

PS 05 8058 8053 8" CONC 8.1' EASEMENT 45 REPAIR FAULTY MAINLINE TAP @ 400'
FROM DN MH 8053

TV INSPECT MAINLINE AFTER REPAIR
(500')

WORK ORDER
NO.

MONITOR
BASIN UP MH DN MH PIPE

SIZE
PIPE
TYPE

APPROX.
DEPTH SURFACE REHAB.

CODE  DESCRIPTION COMMENTS

REPAIR FAULTY MAINLINE TAP @ 217'
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WORK
ORDER NO.

BASIN
ID

MANHOLE
NO.

DEPTH
(V.F.)

LOCATED /
INSPECTED

LOCATION
SURFACE

 REHAB
CODES REHAB DESCRIPTION COMMENTS

PS06 4050 4.9 YES / YES CONCRETE 28, 392 Remove MH Steps, Plug and Waterproof MH

PS06 4060 7.0 YES / YES CONCRETE 28, 392 Remove MH Steps, Plug and Waterproof MH

PS06 4065 7.0 YES / YES CONCRETE 28, 392 Remove MH Steps, Plug and Waterproof MH

PS06 4090 8.0 YES / YES CONCRETE 392 Plug and Waterproof MH

PS06 4095 8.0 YES / YES YARD 28, 392 Remove MH Steps, Plug and Waterproof MH

PS06 4100 8.0 YES / YES YARD 28, 392 Remove MH Steps, Plug and Waterproof MH

PS06 4110 8.0 YES / YES CONCRETE 28, 392 Remove MH Steps, Plug and Waterproof MH

PS06 4115 8.0 YES / YES CONCRETE 28, 392 Remove MH Steps, Plug and Waterproof MH

PS06 4120 6.0 NO / NO CONCRETE 36 Locate MH and Raise To Grade RFMT @ 489' From DNMH 4155, CCTV to Locate MH, Inspect
MH for Rehab

PS06 4130 7.0 YES / YES GRAVEL 7, 28, 392 Replace MH Frame and Cover - Raise to Grade, Remove MH
Steps, Plug and Waterproof MH

PS06 4150 6.0 NO / NO ASPHALT 36 Locate MH and Raise To Grade RFMT @ 102' From DNMH 4155, CCTV to Locate MH, Inspect
MH for Rehab

PS06 4151 4.0 YES / YES CONCRETE 6, 392 Replace MH Frame and Cover, Plug and Waterproof MH

PS06 4152 3.0 YES / YES YARD 392 Plug and Waterproof MH

PS06 4153 3.0 YES / YES YARD 392 Plug and Waterproof MH
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WORK
ORDER NO.

BASIN
ID

MANHOLE
NO.

DEPTH
(V.F.)

LOCATED /
INSPECTED

LOCATION
SURFACE

 REHAB
CODES REHAB DESCRIPTION COMMENTS

PS05 8009 8.6 YES / YES ASPHALT 392 Plug and Waterproof MH

PS05 8014 5.0 YES / NO YARD 37 Uncover MH and Raise To Grade 351' From DNMH 8013, Inspect Manhole For Additional Rehab

PS05 8016 4.0 YES / NO YARD 37 Uncover MH and Raise To Grade 350' From DNMH 8015, Inspect Manhole For Additional Rehab

PS05 8017 7.0 YES / NO YARD 37 Uncover MH and Raise To Grade 377' From UPMH 8002 and DNMH 8018, Inspect Manhole For
Additional Rehab

PS05 8019 4.0 NO / NO YARD 37 Uncover MH and Raise To Grade 292' From DNMH 8006-A, Inspect Manhole For Additional
Rehab

PS05 8020 4.0 NO / NO YARD 36 Locate MH and Raise To Grade Req'd CCTV To Locate Manhole, Inspect Manhole For
Additional Rehab

PS05 8021 6.0 NO / NO YARD 37 Uncover MH and Raise To Grade 425' From DNMH 8007, Inspect Manhole For Additional Rehab

PS05 8022 5.0 NO / NO YARD 37 Uncover MH and Raise To Grade 403' From DNMH 8021, Inspect Manhole For Additional Rehab

PS05 8023 4.5 NO / NO YARD 36 Locate MH and Raise To Grade Req'd CCTV To Locate Manhole, Inspect Manhole For
Additional Rehab

PS05 8024 4.0 NA YARD 78 Locate 6" EOL and Install 6" Cleanout Req'd CCTV Inspection of 6" Main To Determine Location of 6"
Cleanout Install

PS05 8025 4.0 NA YARD 78 Locate 6" EOL and Install 6" Cleanout Req'd CCTV Inspection of 6" Main To Determine Location of 6"
Cleanout Install

PS05 8026 4.3 NO / NO YARD 36 Locate MH and Raise To Grade Req'd CCTV To Locate Manhole, Inspect Manhole For
Additional Rehab

PS05 8027 4.0 NA YARD 78 Locate 6" EOL and Install 6" Cleanout Req'd CCTV Inspection of 6" Main To Determine Location of 6"
Cleanout Install

PS05 8028 4.1 NA YARD 78 Locate 6" EOL and Install 6" Cleanout Req'd CCTV Inspection of 6" Main To Determine Location of 6"
Cleanout Install

PS05 8033 8.0 YES / YES YARD 4, 28, 392 Replace MH Cover, Remove MH Steps, Plug and Waterproof
MH

PS05 8035 7.5 YES / YES YARD 28, 392 Remove MH Steps, Plug and Waterproof MH

PS05 8036 5.8 YES / YES YARD 4 Replace MH Cover

PS05 8039 7.0 NO / NO NA 36 Locate MH and Raise To Grade Req'd CCTV To Locate Manhole, Inspect Manhole For
Additional Rehab

PS05 8040 6.0 NO / NO NA 36 Locate MH and Raise To Grade Req'd CCTV To Locate Manhole, Inspect Manhole For
Additional Rehab

PS05 8041 5.0 NO / NO NA 36 Locate MH and Raise To Grade Req'd CCTV To Locate Manhole, Inspect Manhole For
Additional Rehab

PS05 8043 4.0 NO / NO CONCRETE 394 Install New Manhole @ EOL Install MH @ 100' from DNMH 8038 - 6" Main (Verify with
CCTV and Project Engineer)

PS05 8044 5.5 YES / YES GRAVEL 7, 392 Remove and Replace MH Frame and Cover - Raise To Grade,
Plug and Waterproof MH

PS05 8045 4.0 YES / YES GRAVEL 47, 392 Repair MH/Pipe Connection (Internal), Plug and Waterproof
MH

Repair MH/Pipe Connection (Internal) On Segment To DNMH
8044

PS05 8046 5.0 YES / YES GRAVEL 7, 392 Remove and Replace MH Frame and Cover - Raise To Grade,
Plug and Waterproof MH

PS05 8047 6.0 YES / YES GRAVEL 6, 392 Remove and Replace MH Frame and Cover,         Plug and
Waterproof MH

PS05 8048 4.0 NO / NO YARD 36 Locate MH and Raise To Grade Req'd CCTV To Locate Manhole, Inspect Manhole For
Additional Rehab

PS05 8059 5.5 NO / NO YARD 36 Locate MH and Raise To Grade Req'd CCTV To Locate Manhole, Inspect Manhole For
Additional Rehab

PS05 8060 5.5 NO / NO YARD 36 Locate MH and Raise To Grade Req'd CCTV To Locate Manhole, Inspect Manhole For
Additional Rehab

PS05 8062 6.0 NO / NO YARD 36 Locate MH and Raise To Grade Req'd CCTV To Locate Manhole, Inspect Manhole For
Additional Rehab

PS05 8064 8.6 YES / YES YARD 7, 28, 392 Remove and Replace MH Frame and Cover, Remove MH Steps,
Plug and Waterproof MH

PS05 8066 7.0 NO / NO YARD 36 Locate MH and Raise To Grade Req'd CCTV To Locate Manhole, Inspect Manhole For
Additional Rehab

PS05 8067 6.0 NO / NO YARD 36 Locate MH and Raise To Grade Req'd CCTV To Locate Manhole, Inspect Manhole For
Additional Rehab

PS05 8070 5.3 YES / YES YARD 7, 34 Remove and Replace MH Frame and Cover, Remove MH
Deposition (Medium)

PS05 8071 9.3 YES / YES YARD 8 Raise MH To Grade

PS05 8073 10.0 N/A YARD 394 Install New Manhole @ EOL Install MH @ 71' from DNMH 8072                 (Verify with
Project Engineer)

PS05 8083 4.5 YES / YES YARD 392 Plug and Waterproof MH

PS05 8084 4.0 YES / NO YARD 37 Uncover MH and Raise To Grade 142' From DNMH 8083, Inspect Manhole For Additional Rehab

PS05 8085 3.5 NO / NO YARD 36 Locate MH and Raise To Grade Req'd CCTV To Locate Manhole, Inspect Manhole For
Additional Rehab

PS05 8086 3.0 NO / NO CONCRETE 36 Locate MH and Raise To Grade Req'd CCTV To Locate Manhole, Inspect Manhole For
Additional Rehab

PS05 8087 3.0 NO / NO CONCRETE 36 Locate MH and Raise To Grade Req'd CCTV To Locate Manhole, Inspect Manhole For
Additional Rehab

PS05 8090 4.6 YES / YES CONCRETE 6 Remove and Replace MH Frame and Cover Repair PCC Sidewalk In Area of MH (50 sf)

PS05 8091 2.5 YES / YES CONCRETE 392 Plug and Waterproof MH

PS05 8092 2.5 YES / YES CONCRETE 6, 392 Remove and Replace MH Frame and Cover, Plug and
Waterproof MH Repair PCC Sidewalk In Area of MH (40 sf)

PS05 8093 1.5 YES / YES CONCRETE 6, 392 Remove and Replace MH Frame and Cover, Plug and
Waterproof MH Repair PCC Sidewalk In Area of MH (24 sf)

PS05 8098 5.0 YES / NO YARD 8 Raise MH To Grade Inspect Manhole For Additional Rehab

PS05 8006 A 5.0 NO / NO YARD 37 Uncover MH and Raise To Grade 185' From DNMH 8006, Inspect Manhole For Additional Rehab

PS05 8009 A 7.0 YES / YES GRAVEL 28, 392 Remove MH Steps, Plug and Waterproof MH

PS05 8009 B 7.3 YES / YES CONCRETE 28, 392 Remove MH Steps, Plug and Waterproof MH

PS05 8011 A 4.8 YES / YES YARD 30, 392 Install New MH Bench and Channel, Plug and Waterproof MH

PS05 8035 A 7.0 NO / NO NA 36 Locate MH and Raise To Grade Req'd CCTV To Locate Manhole, Inspect Manhole For
Additional Rehab

PS05 8035 B 7.0 NO / NO NA 36 Locate MH and Raise To Grade Req'd CCTV To Locate Manhole, Inspect Manhole For
Additional Rehab

PS05 8059 A 5.0 NO / NO YARD 36 Locate MH and Raise To Grade Req'd CCTV To Locate Manhole, Inspect Manhole For
Additional Rehab

PS05 8060 A 5.5 NO / NO YARD 36 Locate MH and Raise To Grade Req'd CCTV To Locate Manhole, Inspect Manhole For
Additional Rehab

PS05 8060 B 5.0 NO / NO ASPHALT 394 Install New Manhole @ EOL Install MH @ 168' from DNMH 8060                 (Verify with
CCTV and Project Engineer)

PS05 8062 A 5.0 NO / NO YARD 36 Locate MH and Raise To Grade Req'd CCTV To Locate Manhole, Inspect Manhole For
Additional Rehab

PS05 8065 A 6.0 NO / NO YARD 394 Install New Manhole @ EOL Install MH @ 191' from DNMH 8065 - 6" Main (Verify with
CCTV and Project Engineer)

PS05 8066 A 7.0 NO / NO YARD 36 Locate MH and Raise To Grade Req'd CCTV To Locate Manhole, Inspect Manhole For
Additional Rehab

PS05 8067 A 6.0 NO / NO YARD 36 Locate MH and Raise To Grade Req'd CCTV To Locate Manhole, Inspect Manhole For
Additional Rehab

PS05 8088 A 2.5 NO / NO CONCRETE 36 Locate MH and Raise To Grade Req'd CCTV To Locate Manhole, Inspect Manhole For
Additional Rehab

PS05 8089 B 2.0 NO / NO CONCRETE 36 Locate MH and Raise To Grade Req'd CCTV To Locate Manhole, Inspect Manhole For
Additional Rehab
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Sewer Collection System Rehabilitation
Opelousas, St. Landry Parish, Louisiana

This Project has been made possible with funding from the

Louisiana Department of Environmental Quality
Louisiana Clean Water State Revolving Fund Program
Project No.:  SC221198-01

The Honorable Julius Alsandor, Mayor
Engineered by: Morgan Goudeau and Associates, Inc.

Contractor: [Name of Contractor]
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